
ADMIX 

STORAGE 

TANK 
Filter 

Non-Return 

Valve 

tank 

Valve 

outlet line  

above level of 

Storage Tank 

(most common) 

Gate Valve  

restricts flow 

Flowmeter Non-Return Valve 

optional 3-Way Valve  

(calibration point) 

optional 240vac Solenoid to 

prevent Venturi effect when 

injecting into water lines. 

VAC 

SUPPLY 

E  N  A  

A 

 

N 

TWIN  

SHIELDED  

CABLE 
at rear of  

Batch  

Controller 

PUMP 

ManuFlo  
Flow Measurement & Control Products  
Rev: 1502/1 

MANU ELECTRONICS PTY LTD 

41 Carter Road, Brookvale 

Sydney NSW 2100 Australia   

Ph:  + 61 2 9905 4324, 9938 1425 

Fax: + 61 2 9938 5852 

Web: www.manuelectronics.com.au 

Email: sales@manuelectronics.com.au 

a division of 

ME995 

WIRING 

DIAGRAM 

ACTIVE 

optional manual override 

momentary pushbutton 


